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ELECTRICAL REMOVAL NOTES:

WDISCONNECT AND SAFE-OFF THE 277V LIGHTING FEEDS TO
THE LIGHT STANDARDS IN PARKING LOT #2 (ALL LIGHTS IN
PARKING LOT #1 TO REMAIN IN 'SERVICE).

DISCONNECT AND REMOVE THE LIGHT FIXTURES FROM THE
TWO LIGHT STANDARDS IN PARKING LOT #2 (POLES AND BASES
TO REMAIN).

WLOCATE AND EXPOSE EXISTING CONDUITS IN THE AREA OF

CAMERA # 2. CUT BACK CONDUITS. SEAL AND PROTECT
CONDUIT ENDS TO ALLOW REUSE AFTER THE INSTALLATION OF
NEW HANDHOLES.

LOCATE AND EXPOSE EXISTING CONDUIT EXITING THE B315
FOUNDATION A SUFFICIENT DISTANCE FROM THE BUILDING TO
ALLOW THE INSTALLATION OF A NEW HANDHOLE OVER THE

EXISTING CONDUIT. (THE CONDUIT CONTAINS THE 480V FEED
TO THE EXIT GATE WHICH MUST REMAIN IN SERVICE UNTIL THE

NEW EXIT GATE IS OPERATIONAL.)

LOCATE AND EXPOSE THE EXISTING CONDUITS EXITING THE
B315 FOUNDATION A SUFFICIENT DISTANCE FROM THE BUILDING
TO ALLOW INSTALLATION OF NEW HANDHOLES OVER THE
EXISTING CONDUITS,

WREMOVE GATE PUSH BUTTON OPERATOR SWITCH AND
ASSOCIATED BASE INCLUDING CONDUIT POST AND CONCRETE

BASE. REMOVE ADJACENT CONDUIT STUB—UPS AND ON-GRADE
CONNECTION BOX. (COORDINATE THIS REMOVAL WITH THE NEW
GATE INSTALLATION.)

WDISCONNECT AND REMOVE THE GATE MOTOR SAFETY SWITCH,
GATE MOTOR OPERATOR ASSEMBLY, AND QTY 4 IR DETECTORS.
TURN GATE OPERATOR EQUIPMENT OVER TO THE GOVERNMENT.

(COORDINATE THIS REMOVAL WITH THE NEW GATE
INSTALLATION.)

SEE SHEET E901 FOR LEGEND
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